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0.1 Introduction 

This report has been prepared at the instruction of Sharon King and is intended to identify 
the requirements of the National Construction Code (NCC) Series 2022 Volume One, 
Amendment 2, Building Code of Australia (BCA) 2022 Class 2 to Class 9 Buildings, 
Section J for the project and detail proposed design elements to ensure compliance. 
The NCC 2022 Volume One Section J compliance review has been performed for the 
proposed development against the plans and specifications listed in the Compliance 
Summary Sheet below. If the plans or specifications are amended then the information 
contained in this document may require updating to reflect any changes. 
This report details the proposed design features of the project that ensure compliance with 
the deemed to satisfy solutions outlined within Section J of the NCC 2022 Volume One.  
It will then be the responsibility of the builder to construct the building in accordance with 
the relevant design.  

0.2 Compliance Summary Sheet 

BCA SECTION J - ENERGY EFFICIENCY - COMPLIANCE SUMMARY 

Climate Zone 5 
Client/Owner: 
Building: 
BCA Classification: 
Project Number: 
Prepared By: 

LGA: Maitland City Council 
S. King and S. Blaxhall 
Proposed Alterations + Additions 
Class 6 
DEN-AD 324 
Den-Ad Design 

Relevant Part Applies Level of Construction Works Required/Achieve Compliance 

Part J1  
Energy Efficiency 
Performance Req. 

Entire 
Building 

Comply with Part J1 Builder and Designers to ensure the 
development is built in accordance with  
Part J1 

Part J2  
Energy Efficiency 

Entire 
Building 

Comply with Part J2 Builder to ensure the development is built in 
accordance with Part J2 

Part J3  
Class 2/4 Units 

N/A Not Applicable  Not Applicable 

Part J4  
Building Fabric 

N/A Not Applicable  Not Applicable 

Part J5 
Building Sealing 

N/A Not Applicable  Not Applicable 

Part J6  
A/C and 
Ventilation 

N/A Not Applicable  Not Applicable 

Part J7  
Lighting and 
Power 

Comm. 
Area 

Comply with Part J7 Electrical designer and installation contractor to 
certify compliance. 

Part J8  
Hot Water 

Comm. 
Area 

Comply with Part J8 Hot Water Installer to confirm unit is  installed in 
accordance with Section 8 of AS/NZS 3500.4 

Part J9 
Energy 
Monitoring/PV 

Comm. 
Area 

Comply with Part J9 Refer to Part J9 Compliance Measures. 
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1.0 Part J1 – Energy Efficiency Performance Requirements –  

J101 – Objective 

(a) reduce energy consumption and energy peak demand; and 

(b) reduce greenhouse gas emissions; and 

(c) improve occupant health and amenity. 

 

 

Part J1P1 – Energy Use 

A building, other than a sole-occupancy unit of a Class 2 building or a Class 4 part of a 
building, including its services, must have features that facilitate the efficient use of energy 
appropriate to— 

(a) the function and use of the building; and 

(b) the level of human comfort required for the building use; and 

(d) the energy source of the services; and 

 

 

Part J1P4 – Renewable Energy and Electric Vehicle Charging 

A building must have features that facilitate the future installation of on-site renewable 
energy generation and storage and electric vehicle charging equipment. 

 
  

https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_905252bf-2ff1-43f8-ae81-2949aa116fee
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_4cf902ef-2911-4af0-b3ff-82309fa36a63
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_242ba975-4cdf-4b84-9f41-b8d524ee17c2
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_242ba975-4cdf-4b84-9f41-b8d524ee17c2
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2.0 Part J2 – Energy Efficiency 

J2D1 – Deemed to Satisfy Provisions 

1) Where a Deemed-to-Satisfy Solution is proposed, Performance Requirement NSW 
J1P1 to NSW J1P7 are satisfied by complying with –  

(a) NSW J2D2; and 

(b) NSW J3D2 to J3D15; and 

(c) NSW J4D2 to J4D7; and 

(d) NSW J5D2 to J5D8; and 

(e) NSW J6D2 to J6D13; and 

(f) NSW J7D2 to J7D9; and 

(g) J8D2 to NSW J8D4; and 

(h) J9D2 to J9D5. 

 

 

J2D2 – Application of Section J 

1) For a Class 3 and 5 to 9 building, Performance Requirement NSW J1P1 is satisfied by 
complying with— 

(a) Part J4, Not Applicable for this development; and 

(b) Part J5, Not Applicable for this development; and 

(c) Part J6, Not Applicable for this development; and 

(d) Part J7, for artificial lighting and power; and 

(e) Part J8, for heated water supply and swimming pool and spa pool plant; & 

(f) J9D3, for facilities for energy monitoring. 

2) Not Applicable for this development 

3) Not Applicable for this development 

4) For a Class 2 to 9 building, Performance Requirement NSW J1P4 is satisfied by 
complying with J9D4 and J9D5. 

 

 

3.0 Part J3 – Elemental Provisions for a Sole Occupancy Unit of a Class 2 building 
or a Class 4 part of a building –  

Not Applicable 

 
  

http://www.abcb.gov.au/abcbonline/simpleview.asp?fname=PART-A1.xml#Deemed-to-Satisfy_Provisions
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_f7304862-3529-49d7-9f62-352bcbcb6294
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/5-new-south-wales/j1-energy-efficiency-performance-requirements#_785e395a-703b-4da2-b1f9-27284ff5af75
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/j-energy-efficiency/part-j4-building-fabric#_47a76707-fe78-450a-a2d9-3ef9b47f81bb
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/j-energy-efficiency/part-j5-building-sealing#_3aaf1df9-dc92-448e-86ee-c469d1fe194e
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/j-energy-efficiency/part-j6-air-conditioning-and-ventilation#_05bbc3db-9aa4-4fd6-b2a2-0a5551074b52
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/j-energy-efficiency/part-j7-artificial-lighting-and-power#_e4bad8ff-4479-4285-a091-145ca2e85197
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/j-energy-efficiency/part-j8-heated-water-supply-and-swimming-pool-and-spa-pool-plant#_f95314cf-e059-4981-9bd2-a4662a26a949
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_4cbd9e00-0622-4dfd-9de4-913c80257732
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/j-energy-efficiency/part-j9-energy-monitoring-and-site-distributed-energy-resources#_60a0eb23-daf0-4627-9218-590c498f9a7c
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/1-definitions/glossary#_f7304862-3529-49d7-9f62-352bcbcb6294
https://evergreenec-my.sharepoint.com/editions/ncc-2022/adopted/volume-one/5-new-south-wales/j1-energy-efficiency-performance-requirements#_3156a463-f3a6-4613-b0e8-0936f5f96f2e
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4.0 Part J4 – Building Fabric 

J4D2 Application of Part 

The Deemed to Satisfy Provisions of this Part apply to building elements forming the 
Envelope of a Class 3 and Class 5 to 9 building. 
 

 

J4D3 Thermal Construction General 

 
Not Applicable – The Thermal Construction General is existing and not being altered. 
 

 

J4D4 Roof and Ceiling Construction 

 
Not Applicable – The Roof and Ceiling Construction is existing and not being altered. 
 

 

J4D5 Roof Lights 

 
Not Applicable 
 

 

J4D6 Walls and Glazing 

 
Not Applicable – The Walls and Glazing are existing and not being altered. 
 

 

J4D7 Floors 

 
Not Applicable – The Floors are existing and not being altered. 
 

 

5.0 Part J5 – Building Sealing 

 
Not Applicable – The Building Sealing is existing and not being altered. 
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6.0 Part J6 – Air-Conditioning and Ventilation 

 
Not Applicable – The Air-Conditioning and Ventilation is existing and not being altered. 
 

 

7.0 Part J7 – Artificial Lighting and Power 

 
J7D3 Artificial Lighting 
The proposed lighting fixtures as detailed on the drawings comply with this requirement – 
Refer the attached Lighting Calculator in Appendix 1. 
 
J7D4 Interior Artificial Lighting and Power Control 
Artificial lighting of a room or space is individually switched in accordance with  
Part J7D4 (1). 
 
Light fittings must be installed in accordance with Part J7D4 (4). 
 
J7D5 Interior Decorative and Display Lighting 
Interior decorative and display lighting, must be controlled separately from other artificial 
lighting. 
 
J7D6 Exterior Artificial Lighting 
Exterior artificial lighting attached to or directed at the façade of the building, where 
installed, must be controlled by a daylight sensor or a time switch as detailed in  
Part J7D6 (a). 
 
J7D7 Boiling Water and Chilled Water Storage Units 
Power supply to a boiling water or chilled water storage unit must be controlled by a time 
switch in accordance with Specification J6. 
 
J7D8 Lifts 
Not Applicable 
 
J7D9 Escalators and Moving Walkways 
Not Applicable 
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8.0 Part J8 – Heated Water Supply and Swimming Pool and Spa Pool Plant 

 
J8D2 Heated Water Supply 
A heated water supply system for food preparation and sanitary purposes must be 
designed and installed in accordance with Part B2 of NCC Volume 3 – Plumbing Code of 
Australia. 
 
J8D3 Swimming Pool Heating and Pumping 
Not Applicable 
 
J8D4 Spa Pool Heating and Pumping 
Not Applicable 
 

 

9.0 Part J9 – Energy Monitoring and On-Site Distributed Energy Resources 

 
J9D4 Facilities for Electric Vehicle Charging Equipment 
A carpark associated with a Class 2 to 9 building must be provided with electrical 
distribution boards dedicated to electric vehicle charging.  This does not apply to stand-
alone Class 7a buildings.  Refer to Part J9D4 for detailed specifics. 
 
J9D5 Facilities for Solar Photovoltaic and Battery Systems 
Provisions must be made for the installation of photovoltaic panels and battery storage 
systems.  Refer to Part J9D5 for detailed specifics. 
 

 

10. Section J Compliance Summary 

The building has been designed to meet the requirements outlined above. The builder 
shall ensure that all items of plant are installed during construction to meet the 
requirements outlined above in order to ensure compliance is met. 

 
Joseph Mark Lorriman 
DMN Accredited Assessor DMN/16/1742 
20th November 2025 
  



  

 

128-130 Swan Street, Morpeth 
 Section J Report – Deemed to Satisfy Page 10 of 10 

 

 

Appendix 1 – Lighting Calculations 

 

 

 


